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AB 1613 Efficiency

AB 1613 Sets the Minimum Efficiency 
Requirement at 60%
(e) (1) An eligible customer-generator’s combined heat and power system 
shall meet an oxides of nitrogen (NOx) emissions rate standard of 0.07 
pounds per megawatthour and a minimum efficiency of 60 percent. A 
minimum efficiency of 60 percent shall be measured as useful energy output 
divided by fuel input. The efficiency determination shall be based on 100-
percent load.

Statute does not permit modification of 
minimum efficiency requirement 



Comparing Alternatives

Total efficiency of current CHP 
fleet exceeds total efficiency of 
current gas-fired EWG fleet in 
SCE territory by ~23%
Benefit increases to 30% when 
comparing CHP and EWG of 
comparable vintage



Total Efficiency: Existing Fleet
Total Efficiency Comparison 

Existing California Gas‐Fired EWG & SCE CHP
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Total Efficiency: Comparable Vintage
Total Efficiency Comparison 

SCE CHP & Pre‐2000 Gas‐Fired EWG
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Comparing Alternatives

Existing CHP exceeds net 
electrical efficiency of current 
EWG fleet in SCE territory by 
12.5%
Benefit increases to 19% 
when comparing CHP and 
EWG of comparable vintage



Net Electrical Efficiency: Existing Fleet

Net Electrical Efficiency Comparison 
Existing California Gas‐Fired EWG & SCE CHP
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Net Electrical Efficiency: Comparable Vintage

Net Electrical Efficiency Comparison
SCE CHP & Pre‐2000 Gas‐Fired EWG
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Current Technology

Metcalf  Energy Center 2008 Efficiency 49.7% 

Gas Turbine Chapter, page 6, Table 1 

Source for CHP Data : Catalog of CHP Technologies, US EPA & Combined Heat and Power Partnership, December 2008

65.9%62.9%56.8%58.4%48.7%Net Electrical Efficiency

5,1805,4276,0075,8397,013Net Heat Rate

1.060.940.710.660.47Power/Heat Ratio

72.1%70.7%68.4%69.8%66.3%Total CHP Efficiency (HHV)

37.0%34.3%28.4%27.7%21.3%Electrical Efficiency

9,2209,94512,00112,31216,047Electric Heat Rate (BTU/kWh ‐ HHV)

40.025.010.25.51.2Capacity (MW)

LM6000PDLM2500+Mars 100Taurus 60Saturn 20Description

New CHP Beats Most Efficient California Combined Cycle Plant

Source for Metcalf  data: FERC Form 923

GE Frame H  54% HHV



Comparing Alternatives

Existing + new CHP exceeds 
total efficiency of post-2000 
EWG fleet by 17%
Existing + new CHP exceeds 
net electrical efficiency of 
post-2000 EWG fleet by 
~13%



Total Efficiency: SCE/New CHP
Total Efficiency Comparison

Post‐2000 Gas‐Fired EWG with SCE CHP and New CHP 

0.0%

10.0%

20.0%

30.0%

40.0%

50.0%

60.0%

70.0%

80.0%

90.0%

100.0%
N
ew

 C
H
P4

0

N
ew

 C
H
P2

5

N
ew

 C
H
P5

N
ew

 C
H
P1

0

N
ew

 C
H
P1

M
et
ca
lf

Pa
lo
m
ar

Pa
st
or
ia

El
k 
H
ill
s

Co
su
m
ne

s
H
ig
h 
D
es
er
t

M
ag
no

lia
Su
nr
is
e

Va
lle
y

La
 P
al
om

a
D
el
ta

Su
tt
er

M
ou

nt
ai
nv
ie
w

Bl
yt
he

M
os
s 
La
nd

in
g

W
al
nu

t

Ro
se
vi
lle

H
un

tin
gt
on

 B
ea
ch

H
an
fo
rd

Lo
ng

 B
ea
ch

Avg. CHP Efficiency
65.5%

Avg. EWG Efficiency
43.4%



Net Electrical Efficiency: 
SCE/New CHP

Net Electrical Efficiency 
Post‐2000 Gas‐Fired EWG with SCE CHP and New CHP 
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